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NUMBERED SHEET NOTES

NUMBERED SHEET NOTES

NUMBERED SHEET NOTES

@ PROVIDE AND INSTALL J-BOX ON SECURED SIDE OF DOOR FOR FEED TO HINGE.

COORDINATE LOCATION WITH SECURITY VENDOR.

®

PROVIDE AND INSTALL A 1" CONDUIT WITH PULL WIRE TO THE SECURITY PANEL IN
THE MAIN ELECTRIC ROOM.

@é) FIRE/SMOKE DAMPER. PROVIDE AND INSTALL LINE VOLTAGE CONNECTIONS AND
~  TOGGLE SWITCH DISCONNECT FOR DAMPER MOTOR. PROVIDE AND INSTALL FIRE

ALARM CONNECTIONS COMPLETE - SEE 3/E5.2. DAMPER WITH INTEGRAL DUCT SMOKE

DETECTOR, CONTROL OF DAMPER AND HVAC UNIT CONTROL BY DIVISION 15; LINE

VOLTAGE CONNECTIONS AND FIRE ALARM CONNECTIONS/EQUIPMENT BY DIVISION 16.

@ INTERLOCK WITH AHU-3. PROVIDE & INSTALL CONTROL WIRING (5#12, 3/4"C, OR AS
REQUIRED) AS DIRECTED BY DIVISION 15. CONNECT COMPLETE.

@ VFD PROVIDED BY DIVISION 15. CONNECT COMPLETE. VERIFY LOCATION PRIOR TO

ROUGH-IN.

120V CIRCUIT FOR FUTURE SHADES. INSTALL IN ACCESSIBLE LOCATION ABOVE

FINISHED CEILING.

PROVIDE AND INSTALL 1"C. WITH PULL WIRE TO TELE/DATA CLOSET FOR FUTURE

TELE/DATA.

@ PROVIDE AND INSTALL CONCEALED COMBINED SERVICE FLOOR BOX (WIREMOLD
#RFB9 SERIES, OR EQUAL, WITH BLACK FINISH) WITH POWER, TELE/DATA, AND CATV
OULETS AND CONDUITS AND WIRE HOMERUNS. SEE 8/E7.3.

@ PROVIDE AND INSTALL COAX CABLE ABOVE CEILING FROM THE ROOF ANTENNA TO
THE RECEPTION J-BOX AND TERMINATE IN PC-259 UHF MALE CONNECTORS.

NOTE 12 ABOVE FOR CABLE TYPE.

SEE

{15} PROVIDE AND INSTALL 1" CONDUIT WITH PULL WIRE BETWEEN J-BOXES FOR SOUND

SYSTEM.

PROVIDE AND INSTALL J-BOX AT +80" FOR SPEAKER SYSTEM.

@

INSTALLED ABOVE CEILING IN ACCESSIBLE LOCATION FOR WIRELESS DATA SYSTEM.
VERIFY LOCATION PRIOR TO ROUGH-IN.

@ ELECTRIC KILN. VERIFY LOCATION & EXACT REQUIREMENTS WITH VENDOR PRIOR TO

ROUGH-IN.

ELECTRIC SKYLIGHT SHADES. CONNECT COMPLETE.

@ PROVIDE AND INSTALL CONTROL SWITCH FOR SKYLIGHT SHADES.

PROVIDE AND INSTALL CONTROL WIRING (12 #14) IN 3/4" CONDUIT. VERIFY WIRING
REQUIREMENTS PRIOR TO ROUGH-IN.

PROVIDE AND INSTALL J-BOX FOR ACCESS CONTROL CARD READER, COORDINATE
LOCATION PRIOR TO ROUGH-IN.

@ J-BOX ABOVE CEILING.

PROVIDE AND INSTALL 1/2" CONDUIT WITH PULL WIRE.

@ CONDUIT TO J-BOX ABOVE DOOR FOR REX MOTION SENSOR. COORDINATE WITH

SECURITY VENDOR.

8
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PROVIDE AND INSTALL 1#6 G. IN 3/4" CONDUIT TO MAIN SWITCHBOARD GROUND

@ LOCATE AT OVERHEAD PROJECTOR.

HOME RUN TO MCC. SEE E4.1.

MECHANICAL CONTROLS.

INSTALL IN CASEWORK, SEE ARCHITECTURAL DRAWINGS.

PROVIDE AND INSTALL 1#6 IN 3/4" CONDUIT TO MAIN SWITCHBOARD GROUND BUS.

4\‘ PROJECTION SCREEN. VERIFY LOCATION.

SECURITY ALARM BELL. VERIFY LOCATION.

} EMERGENCY CALL PUSH BUTTON, COORDINATE LOCATION. SEE E5.4.
EMERGENCY CALL ANNUNCIATOR LIGHT AND BUZZER. SEE E5.4.

10 EMERGENCY CALL SYSTEM ANNUNCIATOR SYSTEM. SEE E5.4.

BUS AND CONNECT COMPLETE TO ANTENNA.

PROVIDE AND INSTALL 1 1/4" CONDUIT WITH LONG RADIUS BENDS WITH COAX
CABLE LMR400, OR APPROVED EQUAL, TO THE J-BOX AT THE RECEPTION AREA. SEE

NOTE 13 BELOW.

PROVIDE AND INSTALL J-BOX WITH 1 1/4" CONDUIT (NO BENDS) STUBBED UP INTO
CEILING FOR COAX CABLE FROM THE ANTENNA.

©

—®

NOTE: ALL EXTERIOR CONDUITS TO
BE RIGID GALVANIZED
STEEL, SEE SPECIFICATIONS.
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AV EQUIPMENT SCHEDULE SPEAKER PAGING ZONES L - Ny
TAG | DESCRIPTION TLOCATION TTYPE AND SIZE [ NOTES U S

103 RECEPTION CONDUIT NO. DESCRIPTIONS REMARKS
TB-AMX | PAGING SYSTEM CONTROL PANEL RECEPTION COUNTER 1-GANG JUNCTION BOX 3-1/2" DEEP REF. NORTH
TB-MIC | PAGING MICROPHONE RECEPTION COUNTER 1-GANG JUNCTION BOX 3-1/2" DEEP ZONE1 LOBBY 102

120 MULTIPURPOSE B
CB-LVI | LOW VOLTAGE INTERFACE LOCATE IN CEILING NEXT TO PROJECTION SCREEN HOUSING JUNCTION BOX 3-1/2" DEEP 3 ZONE 2 OFFICE 105 & WORKROOM 106 VOLUME CONTROL, SEE NOTE 1 BELOW FLOO R P LAN - AV SYSTE M ’ / 1\

CB-PJR__| PROJECTOR PLATE LOCATE IN CEILING ON CENTER LINE OF PROJECTOR 2-GANG JUNCTION BOX 3-1/2" DEEP 1 SCALE: 78 = 10" £3.2
R-B___|AV EQUIPMENT RACK STORAGE 119 MIDDLE ATLANTIC DWR 1 : = \"=2:4/
S IN-WALL LOUDSPEAKER MOUNT AT 7-0° AFF TANNOY iw6 c ZONE 3 CONFERENCE ROOM 104 VOLUME CONTROL, SEE NOTE 1 BELOW ] FILE: " .plan (04'13'05) SHEET T ITLE'
S2 IN-WALL LOUDSPEAKER MOUNT AT STANDARD OUTLET HEIGHT TANNOY iw6 Cr :
TP-B__ | FLUSH MOUNTED TERMINAL PANEL MOUNT 36" AFF 16" X 16° PULL BOX 4" DEEP 1 ZONE 4 SMALL MEETING ROOM 111 VOLUME CONTROL, SEE NOTE 1 BELOW
SW | SUBWOOFER ' TANNOY 110 CS 2 '

121 TECH , ‘ | —
CB-LVI | LOW VOLTAGE INTERFACE LOCATE IN CEILING NEXT TO PROJECTION SCREEN HOUSING JUNCTION BOX 3-1/2" DEEP 3 ZONE S ARTS & CRAFTS 113 VOLUME CONTROL, SEE NOTE 1 BELOW i , N U M B E RE D S H E ET N OT E S F L‘ O O R P I—AN
CB-PIR__| PROJECTOR PLATE LOCATE IN CEILING ON CENTER LINE OF PROJECTOR 2-GANG JUNCTION BOX 3-1/2" DEEP 1 JoNEe CAST CORRIDOR 122 | AV S Y S T E M

R-T___|AV EQUIPMENT RACK WITHIN CABINET MIDDLE ATLANTIC SRSR 1
S IN-WALL LOUDSPEAKER MOUNT AT 7-0° AFF TANNOY w6 'C J
1271;:: . ;;usu MOUNTED TERMINAL PANEL MOUNT BELOW COUNTER LEVEL, BEHIND CABINET 16" X 16* PULL BOX 4" DEEP 1 ZONE 7 GALLERY 125 @ AV SYSTEM FLOOR BOXES. VERIFY LOCATION & REQUIREMENTS WITH AV SYSTEM SUPPLIER PRIOR
— , TO ROUGH-IN.

S :,:;JI\;IPUI &2\; JI;BOX TMOUNT AT 8-6" AFF [2-GANG JUNCTION BOX , WITH 1-GANG MUD RING 1 JONE 8 GAMEROOM 127 VOLUME CONTROL, SEE NOTE 1 BELOW A
CB-LVI | LOW VOLTAGE INTERFACE LOCATE IN CEILING NEXT TO PROJECTION SCREEN HOUSING JUNCTION BOX 3-1/2" DEEP 3 ALL SPEAKER WIRING SHALL BE #22/2 SHIELDED CABLES IN 1/2" CONDUIT, TYPICAL. VERIFY
CB-PJR | PROJECTOR PLATE LOCATE ON CENTER LINE OF PROJECTOR 2-GANG JUNCTION BOX 3-1/2" DEEP 1 ZONE 9 WEST CORRIDOR 134 -

R-A | AV EQUIPMENT RACK STORAGE 131 MIDDLE ATLANTIC WRK-AXS 1 i\E/Q:AIEEhZESNg‘IsRVEVg gDA\BIYSXgTSEYMSTS'EUNPIPSLfJ?;L‘;EFIIOR 7O ROUGH-IN. ROUTE SPERKER HOMERUNS TO
S CEILING MOUNTED LOUDSPEAKER TANNOQY CMS 60 TDC ‘A ZONE 10 MULTI-PURPOSE A 130 . ’
TP-A___ | FLUSH MOUNTED TERMINAL PANEL MOUNT 36° AFF 16" X 16" PULL BOX 4" DEEP 1
WB-IF | AV INTERFACE PLATE MOUNT AT STANDARD OUTLET HEIGHT ‘ 3-GANG JUNCTION BOX 1
(T35 MoVEMENTTOANCE ZONE 11 MULTI-PURPOSE B 120
R-D___|AV EQUIPMENT RACK MIDDLE ATLANTIC DWR : 1
TP-D | TERMINAL PANEL MOUNT 36° AFF 16" X 16" PULL BOX 4" DEEP 1 ZONE 12 TECH 121
SW___|CEILING MOUNTED SUBWOOFER TANNOY 108 T8 :
5 CEILING MOUNTED LOUDSPEAKER TANNOY CMS 60 TDC w 4

. — ove1s | omvee s AV SYSTEM - GENERAL SHEET NOTES
WB-TV__|CATV J-BOX [MOUNT AT 86" AFF. T2-GANG JUNCTION BOX , WITH 1-GANG MUD RING 1 _

150 SOCIAL HALL ZONE 14 EXERCISE 138 VOLUME CONTROL, SEE NOTE 1 BELOW
WB-LVI | LOW VOLTAGE INTERFACE i LOCATE IN BEAM NEXT TO PROJECTION SCREEN HOUSING JUNCTION BOX 3-1/2" DEEP 3
WB-PIR | PROJECTOR PLATE LOCATE ON BEAM CENTER LINE OF PROJECTOR 2-GANG JUNCTION BOX 3-1/2" DEEP L ZONE 15 SOCIAL HALL 150 : ‘ 1. REFER TO AV SYSTEM PLANS FOR ADDITIONAL INFORMATION. COORDINATE ALL ELECTRICAL

FB-1 | AV FLOOR BOX FSR FLOOR BOX - MODEL # FL-600 2
" - - REQUIREMENTS WITH AV SYSTEM SUPPLIER.
FB-2__ | AV FLOOR BOX FSR FLOOR BOX - MODEL # FL-600 2
R-SH  |AV EQUIPMENT RACK STORAGE 153 MIDDLE ATLANTIC DWR 1 ZONE 16 SPARE : ,
S SURFACE MOUNTED LOUDSPEAKER LOCATE AS SHOWN ON TA20 CMS 60 Y n
TP-SH | FLUSH MOUNTED TERMINAL PANEL MOUNT 36" AFF 16" X 16" PULL BOX 4* DEEP 1 ZONE 17 SPARE 2. ALL AV SYSTEM WIRING SHALL BE IN 3/4" CONDUITS, MINIMUM, U.O.N.
OTHER SPACES
S CEILING MOUNTED LOUDSPEAKER TANNOY CMS 60 TDC w 4 ‘ : 3. PROVIDE AND INSTALL FIRE ALARM CONTROL MODULE FOR EMERGENCY OVERRIDE AT ALL AV
VC VOLUME CONTROL MOUNT AT STANDARD SWITCH HEIGHT ADJACENT TO LIGHT SWITCH 1-GANG JUNCTION BOX 3-1/2" DEEP ZONE 18 SPARE ' EQUIPMENT RACKS.
R-PA___| AV EQUIPMENT RACK STORAGE 153 MIDDLE ATLANTIC DWR 1
TP-PA__| FLUSH MOUNTED TERMINAL PANEL MOUNT 36" AFF 16" X 16" PULL BOX 4" DEEP 1
, _ - SPEAKER PAGING NOTES 4. CONDUIT AND WIRE SHALL BE PER MANUFACTURER'S REQUIREMENTS.
NOTES:
1 LOCATE (1) 20A/120VAC WITHIN 12 INCHES OF AV PLATE ‘ ) Pﬁ«%‘[ﬁﬁﬁgwﬁ‘éﬁﬁ'éiﬁéﬁ ﬁé?’a“ﬂ'a%@? X FOR VOLUNE CONTROL ADIACENT TO ROOM LIGHT SWITCHES, ‘ 5. CONTRACTOR SHALL SUBMIT SYSTEM SHOP DRAWINGS FOR REVIEW AND APPROVAL.
2 LOCATE (1) 15A/120VAC WITHIN FLOOR BOX
3 LOCATE (1) 20A/120VAC WITHIN 12 INCHES OF PROJECTOR CASE 6. VERIFY AV SYSTEM DEVICE LOCATION, QUANTITIES AND REQUIREMENTS WITH SYSTEM VENDOR
4 LOCATE (1) 20A/120VAC WITHIN 12 INCHES OF SUBWOOFER PRIOR TO ROUGH-IN. DR AWN BY‘ TV /LN / JL SHEET
CIRCUITS ARE TO BE ON THE SAME PHASE LEG. ‘ E 3 3
‘ CHECKED BY: PJC o
. _____________________________________________________________________________________________________________________________________
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